Results Grid 1 Results Grid 2 Results Grid 3 Results Grid 4 Results Grid 5 Results Grid 6 Results Grid 7
Luminaire A O Luminaire B o Luminaire C Eav 50.37 Eav 10.31 Eav 7.80 Eav 8.95 Eav 7.49 Eav 6.69 Eav 6.31
Emin 22.74 Emin 5.14 Emin 3.41 Emin 3.73 Emin 4.15 Emin 3.29 Emin 3.01
Supplier Emax 66.35 Emax 15.77 Emax 14.53 Emax 14.56 Emax 12.58 Emax 10.55 Emax 14.38
Type BGP704 DX50 BGP703 DX50 BGP702 DMS50 Emin/Emax 0.34 Emin/Emax 0.33 Emin/Emax 0.23 Emin/Emax 0.26 Emin/Emax 0.33 Emin/Emax 0.31 Emin/Emax 0.21
Lamp(s) LED-HB 5.2S 730 LED-HB 5.2S 730 LED-HB 5.2S 730 Emin/Eav 0.45 Emin/Eav 0.50 Emin/Eav 0.44 Emin/Eav 0.42 Emin/Eav 0.55 Emin/Eav 0.49 Emin/Eav 0.48
Lamp Flux (klm) 15.00 7.00 3.00
Maintenance Factor 0.80 0.80 0.80
No. in Project 6 2 20
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Results Grid 2
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752138.71m —

‘ Eav 7.80
705595;@6”’ 705686.73m Emin 3.41
Emax 14.53
Emin/Emax 0.23
— '//_ Emin/Eav 0.44
Proposed Pedestrian Results Grid 4
. Eav 8.95
Entrance - Churchfield Park Emin 373
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Results Grid 5
Eav 7.49
Emin 4.15
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Eav 6.69
Emin 3.29
Emax 10.55
Emin/Emax 0.31
Emin/Eav 0.49
Results Grid 7
Eav 6.31
Emin 3.01
Emax 14.38
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